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KEY NOTES
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X

1 VINYL HANDRAIL

2 VINYL WALL GUARD-

      SEE DETAIL 12 THIS
      SHEET

3 VINYL WALL

      PROTECTION

4 RUBBER BASE

5 CHAIR RAIL - 2" VINYL
      WALL GUARD - CENTER

      OF IN-WALL BACKING

      TO BE AT 3'-0" AFF

1

3

4

2

3

4

2

5

4

3

4

4

2

3

2

16 GA. SHEET METAL
BACKING IN 6" WIDE STRIPS.

LENGTH OF RUNNER TO
EXCEED CABINET LENGTH
BY ONE STUD EACH
SIDE (3 STUDS MINIMUM.)

ATTACHMENT WITH
2 #10 PAN HEAD SCREWS
EACH STUD TYPICAL

METAL STUDS

2'
-2

"

+/
-  

4'
-4

"

+/
- 5

'-7
" +/

- 7
'-0

"
6" 7" MAX.

MFG.R.
REQ'D. 7" MAX.

6
"

7
"

DOOR
FRAME

RESILIENT CONTACT  SURFACE
BUMPER

FINISHED
WALL

CORNER
GUARD

MFG'R. STD.
END CLOSURE

LE
N
G
TH
 
 
A
S

 
R
EQ
'D
.

ANCHORAGE SHALL BE LOCATED
TO MISS STUDS

5/
8"

4
"

VAR
IES2"

PROVIDE FIXED FLOOR ANCHOR WELDED
TO BASE OF FRAME AND SECURED TO
FLOOR USING EXPANSION SHIELD FASTENERS

3/8" MIN. BACKBEND

BEVELED TERMINATED
DOOR STOP

HOLLOW METAL FRAME

RABBET

BASE FLOOR PLAN
0' - 0"

INTERIOR EXTERIOR

5/8" LEAD
LINED GYP. BD.
LEAD TO 7'-0"

5/8" TYP 'X'
GYP. WB.
ON 3 5/8"
STL. STUDS
16" O/C

BASE COVE
BOTH SIDES

FLOOR STUD PLATE
W/ SEALANT

SOUND ATTENUATING
BATT BLANKET

1 LAYER 5/8"
TYPE 'X' GYP. WB

INTERIOR EXTERIOR

SFT SUPERIOR FLEX
TRACK SLIP TRACK

METAL
ROOF DECK

HEAD STUD
TRACK

2 LAYER 5/8"
TYPE 'X'
GYP BD ON 3 5/8"
STL STUD

1 LAYER 5/8"
TYPE 'X' GYP
WB

INTERIOR EXTERIOR

2 LAYERS
5/8" TYPE 'X'
GYP. WB.

SOUND ATTENUATING
BATT BLANKET

1 LAYER 5/8"
TYPE 'X' GYP. WB

SCHEDULED CEILING,
REFER TO RCP PLANS

BRACE BACK TO STRUCT.

T.O. BEAM
10' - 6 1/2"

W5

DOUBLE STUD
WELDED EA. SIDE
OF FRAME

DOOR W/ LEAD LINED
CORE PER SCHEDULE

LEAD LINING

SILENCERS (STRIKE SIDE)
5 PER JAMB MIN.

LEAD SHIM-MATCH
GYP. BD LEAD
THKNESS

SOUND BATT

W5

W5

3 1/2" STL STUDS
@ 16" O.C., TYP.

LEAD SHIM STRIP
SAME THICKNESS
AS WALL LEAD LINING,
TYPICAL EA STUD

CORNER LEAD SHIM

LEAD LINING
PER WALL TYPE

W5

LEAD LINING
PER WALL TYPE

HM WINDOW FRAME

LEAD LINING

LEAD
SHIM

DOUBLE STL
STUD WELDED
BOTH JAMBS

LEAD LINING CONT.
AROUND FRAME, ALL SIDES

SOUND BATT

DOUBLE STUD
WELDED EA. SIDE
OF FRAME

DOOR W/ LEAD LINED
CORE PER SCHEDULE

LEAD LINING

LEAD SHIM-MATCH
GYP. BD LEAD

THKNESS

W5

W5

LEAD SHIMS, TYP.
ALL STUD LOCATIONS
MATCH THKNESS
OF WALL LEAD

LEAD LINING PER
WALL TYPE

DOUBLE LEAD ANGLES
MATCH WALL LEAD THICKNESS
ASSURE CONTACT ACROSS STUD

SOUND BATT

SOUND BATT

NOTE: ELEV. SHOWN FOR GENERAL

MTG. HTS. FOR SPECIFIC MED. EQUIP.

REFER TO SHEET 48-EQS-3

A'

2

B.1

W1a

W1a

W1a

NOTCH AS REQUIRED

3

48-AS7.1

STEEL STUD PATTERN
FOR DETAIL INTENT-
CONTRACTOR SHALL
USE MEANS AND METHODS

9"

1
1
 1

/4
"

105.00°

STUCCO SYSTEM

BRAKE METAL
CORNERS

1

48-AS7.3

1

E'

1
' - 4

 3
/4

"

7
 1

/2
"

4
"

5
"

1' - 1 1/4"

BASE FLOOR PLAN
0' - 0"

1' - 0"

COVER BY MFR.
48-AS7.6

18

1/4" STEEL COVER

FILLISTER HD
FOR TILE

TRENCH COVER AND
EMBEDDED FRAME
BY MFR.

BOTT. PLATE

TOP OF NEW HIGH
PARAPET

26' - 6"

ROOF BEAM 1
17' - 10"

48-AS7.5

10
SIM.

STRUCTURAL TUBE FOR CURRTAIN WALL
SUPPORT.

WHERE TUBE DOES NOT EXIST, USE
STRUCTURAL DETAIL 515/48-SS-11

REPAIR AND CONT.
WHITE STUCCO
FINISH TO MATCH
EXISTING

CONTRACTOR TO VERIFY
INTERIOR FRAME STRUCTURE FOR
BOTH WALL SYSTEMS AND
CONTINUE ADDITION WITH MATCHING
CONSTRUCTION OR BETTER

STUCCO

BALCO #FCVS
EXPANSION JOINT

1

B'

7 1/2"

1' - 8 3/4"

ALUM 2"X4" FILLER BY WINDOW
MANUFACTURE WITH FOAM TAPE
A GWB

6"7 1/4"
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